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DAMAGE CONTROL LAYOUT SKETCHES 
SECTION 8 - FIREFIGHTING EVOLUTION 

SKETCH 
NO. 

TITLE OF SKETCH SHEET 
NO. 

Using Portable AFFF (In-Line) Eductor/Firemain 8-2 
Using NAP Nozzle and 4 Foot Applicator 8-3 
Using P-100 Pump and In-Line Eductor Using 1-3/4” Firehose 8-4 
Using P-100 Pump and In-Line Eductor 8-5 
Using P-100 Pump Using 1-3/4” Firehose 8-6 
Using P-100 Pump and Various Applicators 8-7 
Using P-100 Pump Taking Suction from Overboard or Flooded Compartment Using 1-3/4” Firehose 8-8 
Using P-100 Pump Taking Suction from Overboard or Flooded Compartment 8-9 
Replacing Ruptured Firehose Using 2-1/2" Hose Clamp to Control Wild Firehose 8-10 
Passing Through Escape Trunk 8-11 
Using Portable AFFF (In-Line) Eductor 8-12 
Hose Line and Nozzle Handling Methods (Sheet 1 of 2) 8-13 
Hose Line and Nozzle Handling Methods (Sheet 2 of 2) 8-14 

013 Fire Attack – Direct Attack 8-15 
014 Fire Attack - Fog Attack to Control Fire 
015 Fire Attack – Attack from an Access 8-16 
016 Fire Attack – Direct Attack with Vent to Weather 8-17 
017 Indirect Attack 8-18 
018 Indirect Attack with Venting 8-19 
019 Using P-100 Pump Taking Suction from Overboard or Flooded Compartment Suction Lift Less than 20 Feet 8-20 

8-1 




ITEM QTY EQUIPMENT 
1 1 FIREPLUG WITH WYEGATE PROVIDING 2-1/2” OUTLET 
2 2 OR 3 1-1/2” FIREHOUSE (MAXIMUM 150 FEET) 
3 1 IN-LINE EDUCTOR WITH PICKUP TUBE 
4 AR AFFF (5 GAL) CAN 
5 1-1/2” VARI-NOZZLE 1 

FIREFIGHTING EVOLUTION - SKETCH #001 
Using Portable AFFF (In-Line) Eductor/Firemain 
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FIREFIGHTING EVOLUTION - SKETCH #002 
Using NAP Nozzle and 4 Foot Applicator 
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ITEM QTY EQUIPMENT 

3 1-3/4” FIREHOSE WITH 1-1/2” FITTINGS 
1 IN-LINE EDUCTOR WITH PICKUP TUBE 

AR AFFF (5 GALLON) CAN 
1 2-WAY WYEGATE - (1) 2-1/2” INLET & (2) 1-1/2” OUTLETS 

1-1/2” VARI-NOZZLE 
2-1/2” FIREHOSE 

1 2-1/2” X 18” JUMPER HOSE 
P-100 PUMP 

2 2” X 10’ EXHAUST HOSE 
Note 1 3” X 10’ HARD RUBBER SUCTION HOSE 

1 VALVE, FOOT STRAINER WITH 1/2” X 55’ RELEASE LINE 
Note 1: Maximum of two, but if two sections of hose are used, a 2” x 50’ 

handling line is required 

2 
1 

1 

FIREFIGHTING EVOLUTION - SKETCH #003 

Using P-100 Pump and In-Line Eductor Using 1-3/4” Firehose 
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ITEM QTY EQUIPMENT 

2 1-1/2” FIREHOSE WITH 1-1/2” FITTINGS 
1 IN-LINE EDUCTOR WITH PICKUP TUBE 

AR AFFF (5 GALLON) CAN 
1 2-WAY WYEGATE - (1) 2-1/2” INLET & (2) 1-1/2” OUTLETS 

1-1/2” VARI-NOZZLE 
2-1/2” FIREHOSE 
P-100 PUMP 

Note 1 3” X 10” HARD SUCTION HOSE 
1 VALVE, FOOT STRAINER WITH 1/2” X 55’ RELEASE LINE 
2 2” X 10’ EXHAUST HOSE 

Note 1: Maximum of two, but if two sections of hose are used, a 2” x 50’ 
handling line is required 

2 
1 
1 

FIREFIGHTING EVOLUTION - SKETCH #004 
Using P-100 Pump and In-Line Eductor 
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ITEM QTY EQUIPMENT 

1 1-1/2” NAVY ALL-PURPOSE NOZZLE WITH 4” APPLICATOR 
1-1/2” VARI-NOZZLE 

4 1-3/4” FIREHOSE WITH 1-1/2” FITTINGS 
1 ADAPTER - 2-1/2” FEMALE TO 1-1/2” MALE FITTING 
1 TRIGATE, 2-1/2” INLET X (1) 2-1/2” & (2) 1-1/2” OUTLETS 

2-1/2” FIREHOSE 
1 2-1/2” X 18” JUMPER HOSE 
1 IN-LINE EDUCTOR WITH PICKUP TUBE 

AR AFFF (5 GALLON) CAN 
P-100 PUMP 

2 2” X 10’ EXHAUST HOSE 
1 4” OVERBOARD DISCHARGE CONNECTION WITH INSTALLED ADAPTER 

- 4” MALE TO 2-1/2” FEMALE FITTING AND CAP (REMOVE AS UNIT) 
13 2 3” X 10’ HARD RUBBER SUCTION HOSE 
14 1 VALVE, FOOT STRAINER WITH 1/2” X 55’ RELEASE LINE 

2 

1 

1 

FIREFIGHTING EVOLUTION - SKETCH #005 
Using P-100 Pump Using 1-3/4” Firehose 
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ITEM QTY EQUIPMENT 

1 1-1/2” NAVY ALL-PURPOSE NOZZLE WITH 4” APPLICATOR 
1-1/2” VARI-NOZZLE 
1-1/2” FIREHOSE 

1 ADAPTER - 2-1/2” FEMALE TO 1-1/2” MALE FITTING 
1 TRIGATE, 2-1/2” INLET X (1) 2-1/2” & (2) 1-1/2” OUTLETS 

2-1/2” FIREHOSE 
2 3” X 10’ HARD RUBBER SUCTION HOSE 
1 IN-LINE EDUCTOR WITH PICKUP TUBE 

AR AFFF (5 GALLON) CAN 
P-100 PUMP 

2 2” X 10’ EXHAUST HOSE 
1 4” OVERBOARD DISCHARGE CONNECTION WITH INSTALLED ADAPTER 

- 4” MALE TO 2-1/2” FEMALE FITTING AND CAP (REMOVE AS UNIT) 
13 1 VALVE, FOOT STRAINER WITH 1/2” X 55’ RELEASE LINE 

2 
4 

1 

1 

FIREFIGHTING EVOLUTION - SKETCH #006 
Using P-100 Pump and Various Applicators 
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ITEM QTY EQUIPMENT 

1-1/2” VARI-NOZZLE 
3 1-3/4” X 50’ FIREHOSE 
1 WYE GATE 2-1/2” INLET X (3) 1-1/2” OUTLETS 
1 2-1/2” X 50’ FIREHOSE 

P-100 PUMP 
2 2”X 10’ EXHAUST HOSE 
1 4” OVERBOARD DISCHARGE CONNECTION WITH INSTALLED 

ADAPTER - 2-1/2” X 4” MALE / MALE FITTING AND CAP 
(REMOVE ADAPTER AND CAP FOR THIS SETUP) 

8 Note 1 3” X 10” HARD SUCTION HOSE 
9 1 VALVE, FOOT STRAINER WITH 1/2” X 55’ RELEASE LINE 

Note 1: As required (2” x 55’ handling line required for 2 or more hose sections) 

3 

1 

FIREFIGHTING EVOLUTION - SKETCH #007 

Using P-100 Pump Taking Suction from Overboard or Flooded Compartment Using 1-3/4” Firehose 
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ITEM QTY EQUIPMENT 

1 1-1/2” VARI-NOZZLE 
2 1 1-1/2” X 50’ FIREHOSE 
3 1 TRIGATE 2-1/2” INLET X (3) 1-1/2” OUTLETS 
4 1 2-1/2” X 50’ FIREHOSE 
5 P-100 PUMP 
6 2 2” X 10’ EXHAUST HOSE 
7 1 4” OVERBOARD DISCHARGE CONNECTION WITH INSTALLED ADAPTER 

- 2-1/2” X 4” MALE / MALE FITTING AND CAP (REMOVE ADAPTER AND 
CAP FOR THIS SETUP) 

8 Note 1 3” X 10’ HARD RUBBER SUCTION HOSE 
9 1 VALVE, FOOT STRAINER WITH 1/2” X 50’ RELEASE LINE 

Note 1: As required (2” x 55’ handling line required for two or more hose sections) 

1 

1 

FIREFIGHTING EVOLUTION - SKETCH #008 

Using P-100 Pump Taking Suction from Overboard or Flooded Compartment 
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 QTY 

1 1 2-1/2” HOSE CLAMP 
2 SPANNER WRENCH 
3 1 2-1/2” X 50’ FIREHOSE (REPLACEMENT ONLY) 
4 2-1/2” FIREHOSE 

2 

1 

ITEM EQUIPMENT 

FIREFIGHTING EVOLUTION - SKETCH #009 

Replacing Ruptured Firehose Using 2-1/2” Hose Clamp to Control Wild Firehose 
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ITEM EQUIPMENT 

DOOR 
1-1/2” FIRE PLUG 

FIREHOSE 
TRUNK 

CURTAIN 
EXPANDABLE DOOR BAR 

AR CLAMPS 

ELLISON 

1-1/2” 
ESCAPE 
SMOKE 

SMOKE 

FIREFIGHTING EVOLUTION - SKETCH #010 
Passing Through Escape Trunk 
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ITEM EQUIPMENT 

1 REDUCER 2-1/2” TO 1-1/2” 
2 FIREMAIN SUPPLY PIPE 
3 5 GALLON CAN AFFF AND 

PORTABLE AFF (IN-LINE) EDUCTOR 
5 RE PLUG 
6 WYE GATE 

FI

FIREFIGHTING EVOLUTION - SKETCH #011 
Using Portable AFFF (In-Line) Eductor 
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Over the arm, using pistol grip, grasping pattern shroud. Under the arm, not using pistol grip, grasping shut off bail handle. 

Over the shoulder, using pistol grip, grasping shut off bail handle. Over the shoulder, not using pistol grip, grasping pattern shroud. 

FIREFIGHTING EVOLUTION - SKETCH #012 

Hose Line and Nozzle Handling Methods (Sheet 1 of 2) 
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Under the arm, not using pistol grip, grasping the pattern shroud. Under the arm, using pistol grip, grasping the shut off bail handle. 

Over the shoulder, using the pistol grip, hand on pattern shroud, Nozzleman over the shoulder, backup man under the arm, using 
directing stream down. pistol grip, hand on pattern shroud, directing stream upward. 

FIREFIGHTING EVOLUTION - SKETCH #012 

Hose Line and Nozzle Handling Methods (Sheet 2 of 2) 
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NOTE 
• Keep low and try to keep dry. 
• Use short bursts of narrow fog / straight 

stream to minimize steam. Hit the seat of the 
fire. 

• Don’t hit overhead or bulkheads. 
• Set fire boundaries - cool as needed. 

Preferred Method: Enter Space and Attack Fire Directly. 

FIREFIGHTING EVOLUTION - SKETCH #013 
Fire Attack - Direct Attack 
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NOTE 
• Keep low and try to keep dry. 
• Use short fog bursts, directed at hot gas layer over 

the seat of the fire to control fire space conditions. 
• Pause several seconds between short fog bursts to 

ensure steam generation is not excessive and to 
check for flames. 

• Advance to the seat of the fire. Adjust nozzle to 
narrow fog / straight stream. Hit the seat of the fire. 

• Set fire boundaries - cool as needed. 

45° From Horizontal 

FIREFIGHTING EVOLUTION - SKETCH #014 
Fire Attack - Fog Attack to Control Fire 
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NOTE 

If able to reach the fire with hose stream, attack through the access: 

• Keep low and try to keep dry. 

• Use narrow fog / straight steam to minimize steam. Hit seat of fire. 

• Fog attack if needed. 

• When conditions permit, advance into fire space. 

• Set fire boundaries - cool as needed. 
OPTIONAL: Use smoke curtain to protect nozzleman from heat and 
steam. 

If high temperature attack from an access when fire can be reached with hose stream. 

FIREFIGHTING EVOLUTION - SKETCH #015 
Fire Attack - Attack from an Access 
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Vented Heat 
and Smoke 

Hangar Deck or Well 

NOTE 
• Cut hole in overhead above fire. Minimum one 
square foot holes should be cut from weather deck or 
compartments open to weather (can include hangar 
decks/well decks). 
• Fire boundarymen above fire avoids directing water 
into vent hole. 
• As temperature drops, hose team enters and 
attacks fire. 

FIREFIGHTING EVOLUTION - SKETCH #016 
Fire Attack - Direct Attack with Vent to Weather 
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If high temperature denies access, conduct indirect attack. 

NOTE 
• To cool fire space, apply water fog into the fire space from 
a cracked-open access or a hole cut in the bulkhead or 
overhead. 
• Follow immediately with direct attack. 
• Cool boundaries as needed. 

FIREFIGHTING EVOLUTION - SKETCH #017 
Indirect Attack 
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Vented Heat 
and Smoke 

Hangar Deck or Well Deck 

NOTE 

• Cut hole in overhead above fire. Minimum one square foot holes should be 
cut from weather deck or compartments open to weather (can include hangar 
decks/well decks). 

• Hose team above fire avoids directing water into vent hole. 

• To cool fire space, apply water fog into the fire space from a cracked-open 
access or a hole cut in the bulkhead or overhead. 

• Follow immediately with direct attack. 

• Cool boundaries as needed. 

FIREFIGHTING EVOLUTION - SKETCH #018 
Indirect Attack with Venting 
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ITEM QTY EQUIPMENT 

1-1/2” VARI-NOZZLE 
1 WATER DRIVEN RAM FAN 

1-1/2” FIREHOSE 
1 ADAPTER - 2-1/2” FEMALE TO 1-1/2” MALE FITTING 
1 TRIGATE, 2-1/2” INLET X (1) 2-1/2” AND (2) 1-1/2” OUTLETS 
1 2-1/2” X 18’’ JUMPER HOSE 

P-100 PUMP 
2 3” X 10’ HARD RUBBER SUCTION HOSE 
1 VALVE, FOOT STRAINER WITH 1/2” X 55’ RELEASE LINE 

Note 1 (1) 2” X 10’ EXHAUST HOSE 
NOTE 1: IF DISTANCE IS GREATER THAN 10’ TO WEATHER OR OVERBOARD 

CONNECTION, INSTALL THE NUMBER OF HOSES REQUIRED. 

2 

4 

1 

FIREFIGHTING EVOLUTION - SKETCH #019 

Using P-100 Pump Taking Suction from Overboard or Flooded Compartment Suction Lift Less than 20 Feet 
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